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Addendum 1 
 

Date:   29 January 2013 

Prepared By:  Brian A. Matthews, LC – A/E Project Manager – Paradigm  

 

1. Project 

 

VA BUTLER HEALTHCARE – Correct Electrical Deficiencies  

PROJECT #529-11-102  

 

2. Items  

 
1. Refer to attached power panel information for Buildings 1 and 2. 

 

2. Sheet 1. EP102:  In Room CA05, change the panel denoted as ‘BBPP’ to ‘NEDP’.   Change 

reference in Keyed Note 9.2 from ‘BBPP’ to ‘NEDP’. 

 

3. Sheet 1.EP111:  In Room 231, show panel ‘2AC’ in the wall between Room 231 and Corridor 200E 

approximately across from the fifth desk shown on the drawing.  Add panel ‘2AC’ to Keyed Note 4. 

 

4. Sheets 2.EL101, 2.EL102, & 2.EL103:  Change reference to panel ‘BCLS’ in Note 2 to panel ‘LSB2”. 

 

5. Sheet 4.EP101:  Change the reference to Sheet 4.E-601 in Keyed Note 3 to 4.EP601. 

              
 
Brian A. Matthews LC 
Project Manager 
Paradigm Engineers and Constructors, PLLC 


